
 

 

 

 

June 10, 2020 

City of Fullerton  

Public Works –General Engineering  

Department Contact: Yelena Voronel  

_______________________________________________________________________ 

 

Subject: Goodman Logistics Center- Fullerton  

  PRJ 2019-00173- 

  Sewer Capacity Memorandum  

 

 

The proposed project is a redevelopment of the existing Kimberly Clark manufacturing facility located at 

2001 East Orangethorpe Avenue in the city of Fullerton. The existing facility is occupied by buildings 

totaling 1,210,720 square foot (sf).  The site is serviced by sewer and water facilities owned by the City of 

Fullerton which area owned and maintained by the City Public Works Department. The Site is located 

south of Kimberly Avenue, East of Acacia Avenue and west of State College Boulevard.  The project is 

approximately 65.42 net acres. 

 

The proposed improvements consist of an approximately 1,456,522 sf of warehouse space and 

approximately 105,000 sf of office space (ground floor and mezzanine). It should be noted that the project 

applicant has engaged in negotiations for acquisition of an off-site property located south of proposed 

Building 3 and north of Orangethorpe Avenue. This property encompasses approximately 0.7acres and if 

developed it will allow for a larger footprint of Building 3 resulting in a total warehouse space of 

1,504,384sf and 105,000sf of office space. For the purpose of this analysis, the larger building areas were 

used to generate a conservative estimate of the sewer generation factors. The project site plan and 

optional site plan are included in Attachment A.  

 

 The proposed project sewer generation factors are expected to be a percentage of the domestic water 

demands only; however, for the purpose of estimating conservative projected sewer generation values, it 

is considered that domestic/indoor water demands equals to the sewer generation for the project.  

 

The indoor water demand for the proposed project was estimated to be 36,388 gpd. This value was 

obtained by multiplying the estimated unit water demand factors for office and warehouse in gallons per 

day per thousand square feet (gpd/ksf). A factor of 60gpd/ksf for office and 20gpd/ksf for warehouse 

were used. A detailed breakdown of the calculations for indoor water use is provided on the technical 

memorandum prepared by Psomas and included herewith as Attachment B.  

 

Information provided by Kimberly Clark from the project sewer and water bills indicate that the sewer 

generation of the existing Kimberly Clark facility generates much larger sewer quantities. Approximately 

1 million GPD on average is currently being generated by the existing Kimberly Clark facility.  

 

The actual sewer effluent per year for the KC facility is shown on the table below.  

 



 

 

 

 

 

 

 

 

Effluent Sewer Data for Existing Kimberly Clark Facility  

   2010 2011 2012 2013 2014 2015 2016 2017 2018 

Effluent m3  1,956,906 1,549,898 1,483,578 1,743,696 1,891,797 1,690,754 1,363,091 1,326,408 1,083,941 

 

Average  

Average 

/Day 

(m3 ) 

Average /Day 

(GPD) 

1,565,563 4,289 1,133,082 

 

 

The projected sewer generation is less than 5% of the existing effluent for the site. Due to the much larger 

sewer generation of the existing facility, it is anticipated the existing sewer has adequate capacity for the 

new project demands.  

 

The site has a connection to an existing 18” VCP City Sewer line that runs along Kimberly Avenue and 

has a lateral that comes to the site at the northeast portion of the site. The 18” sewer flows to an existing 

33” OCSD (Orange County Sanitation District) line that runs along State College.  

 

Each office complex is anticipated to have its own sewer lateral that will connect to the city public sewer 

main.  In the proposed condition, the 18” existing lateral will be utilized and serve the office spaces 

located at the north of buildings 3 and 4. Other sewer laterals are proposed to connect to a second 18” 

VCP sewer line running along Kimberly Avenue as well as laterals connecting to the 12” sewer running 

along Orangethorpe Avenue. 

 

A copy of the existing sewer Map and the proposed sewer plan is included in Attachment C.  

 

 

 

 

Sincerely,   

 

 

Jacob Vandervis  

RCE No. C46301 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Attachment A – Project Current Site Plan  

And 

 Optional Site Plan with additional 0.7ac property South of Building 3 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Attachment B - Water Demand Estimate Technical Memorandum by 

Psomas 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Attachment C - Existing Sewer ATLAS Map & Proposed Preliminary Wet 

Utility Plan  
 


